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nance funds. There is a need for a systematic
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repair strategies that will ensure a maximum
return on investment. In response, the U.S. Army
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This report demonstrates the ROOFER proce-
dures on selected buildings at three different
Army installations: Fort Meade, MD; Fort Lee,
VA; and New Cumberland Army Depot, PA. The
work was performed in three phases: (1) field
work, (2) data processing and management, and
(3) system turnover to installation personnel.

The Facilities Engineering Applications Program
(FEAP) demonstrations proved to be a successful
implementation of the ROOFER program.
ROOFER evaluates membrane, flashing, and
insulation indexes separately, providing an ideal
base to generate repair and replacement recom-
mendations. The Roof Condition Index, which
combines the three indexes, provides the infor-
mation needed for effective network manage-
ment. It is recommended that ROOFER be
released for use at all military bases and private
civilian sites,
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A DEMONSTRATION OF ROOFER, AN ENGINEERED

MANAGEMENT SYSTEM FOR BITUMINOUS BUILT-UP ROOFS

1 INTRODUCTION

Background

ROOFER is an engineered management system that provides several functions for analyzing and
evaluating built-up roofing systems. It was developed to support Army installation Directorate of
Engineering and Housing (DEH) personnel in the activities associated vith maintaining networks of roofs.
ROOFER provides methods for creating a roofing inventory, conducting inspections, identifying roof
problems (distresses), evaluating roof condition, and determining Maintenance, Repair, and Replacement
(MRR) needs.

The U.S. Army Construction Engineering Research Laboratory (USACERL) developed ROOFER with
the assistance of the U.S. Army Engineering Housing Support Center (USAEHSC) and the U.S. Army
Cold Reginns Research and Engineering Laboratory (USACRREL), using techniqfles previously employed
for the development of PAVER,' an engineered management system for pavements. After several rounds
of field testing and refinement of the ROOFER procedures at various Army, Navy, and Air Force bases
in several geographic locations, a demonstration program was established at three Army installations: Fort
Meade, MD; Fort Lee, VA; and New Cumberland Army Depot, PA. The demonstration was conducted
using the Facilities Engineering Applications Program (FEAP).

The ROOFER system is described in USACERL Technical Report M-90/04.2

Objective

The objective of this investigation was to demonstrate the ROOFER system, including:

1. Inventory collection and inspection procedures,
2. Data processing and management procedures,
3. Development techniques for MRR recommendations, and
4. Implementation of ROOFER by Architect/Engineer (A/E) personnel (contract).

An evaluation of the procedures, worksheets, and automated microcomputer application, and the
recommended specifications for the implementation of ROOFER was also accomplished.

Approach

Twenty buildings at Fort Meade, fourteen at Fort Lee, and nine at New Cumberland Army Depot were
selected for this study. The work was divided into three phases: (1) field work, (2) data processing and
management, and (3) system turnover to installation personnel. An A/E firm and a commercial laboratory
were contracted to perform Phases I and 2 with assistance from the project team which included personnel
from USACERL, USACRREL, and USAEHSC. The use of private contractors permitted an objective

MY. Shahin and S.D. Kohn, Overview of the PAVER Pavement Management System and Economic Analysis of Field

Implementing the PAVER Management System, USACERL Technical Manuscript M-310/ADA1 16311 (USACERL, March 1982).
D.M. Bailey, et al., ROOFER: An Engineered Management System for Bituminous Built-Up Roofs, USACERL Technical Report

M-90/04 (USACERL, December 1989).



evaluation of th procedures and provided guidelines for future implementation of ROOFER by A/E
contractors. The project team performed Phase 3, which allowed them to evaluate the efficiency of the
ROOFER system and to identify problems in the microcomputer software being developed at that time.

Scope

This report describes the three phases of the lFEAP demonstration. It does not describe the ROOFER
program or its development.

Mode of Technology Transfer

It is expected that ROOFER will be used at both military and civilian sites. The work is expected
to be performed by A/E contractors familiar with ROOFER or by in-house personnel who have attended
ROOFER training sessions. A training course is currently being developed by USACERL. A ROOFER
support center has been established to perform services such as distributing software updates, resolving
problems, and answering technical questions concerning ROOFER.
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2 FIELD WORK

The field work necessary to implement ROOFER involves two steps: office preparation and data
collection. As part of the field worK, an in-process review was conducted early in the data collection
phase to ensure that the work was being executed properly.

Office Preparation

Careful preparation is essential to a successful ROOFER implementation. The time devoted to
preparation will significantly reduce the effort needed to complete the data collection phase of ROOFER.
For these ROOFER demonstrations, the office preparation included an initial site visit, development of
the roof network, A/E training, and establishment of a work plan.

Initial Site Visit

The project team visited each site to establish liaison with the DEli and perform necessary
groundwork to initiate the demonstration project. DEH personnel were briefed on all aspects of the
ROOFER system and the demonstration project. Once they were familiar with the program objectives,
they assisted in selecting several buildings having built-up roofs of varying ages to be used in the
demonstration. The numbers of the project buildings for the three sites are shown in Table 1. A full day
was spent at each site completing this work.

Table 1

Demonstration Building Numbers

Fort Meade Fort Lee New Cumberland
Army Depot

Rhlg 38 i110 Bldg
68 2609 21
82 4229 54
85 4300 81
393 4320 85

12.1i 5(XX 351
2239 6250 4k
2786 7118 406
2791 8130 411
4407 8150
4550 8151
4707 8402
6330 9035
66(X) 12400
8465
8478
8501
8542
9804
9829
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Roof Network Development

The roof network for each site, as defined for this demonstration project, consisted of all the built-up
roofs on the project buildings. Each building's roof was divided into sections. This allowed individual
roof sections to be evaluated separately and MRR requirements to be determined, independent of adjacent
roof sections. The selected roofs were sectioned using existing roof plans and aerial photographs. Each
section was assigned a letter designation. Small areas with similar characteristics, such as entrance
canopies, were combined into one section or combined with a larger adjacent roof area. Very large roofs
without obvious sections, such as the warehouses at New Cumberland Army Depot, were arbitrarily
divided into sections of approximately 20,000 sq ft (1860 M2).

AlE Training

An architectural firm was employed through an Indefinite Delivery Order administered by USAEHSC.
The requirements of the contract included preparation of the roof section plans, completion of the
inventory data collection, field inspections, and calculation of condition indexes.

A training session was set up at Fort Meade for the A/E contractor and DEH personnel from the
installations. The training was conducted by the project team and a private roofing consultant. The first
day of the training session was spent in a classroom setting where the following topics were covered:

1. ROOFER background, "
2. Inventory procedures,,
3. Visual inspection procedures,
4. Insulation inspection procedures,
5. Calculation of condition indexes, and
6. Preparation of reporting forms.

The second day of instruction was spent on a built-up roof. The training staff demonstrated the visual
inspection procedure and distress identification techniques discussed the previous day. The "students"
were grouped into teams of two, an inspector and a recorder, and were given opportunities to apply the
ROOFER inspection and recording techniques under the supervision of the training staff.

Work Plan

At the close of the A/E training session, a work plan was established whereby two or three inspection
teams from the A/E firm would do the inventory data collection and visual inspections. Assistance would
be provided by DEH personnel in obtaining as-built drawings and other contract documents to complete
the inventory. To complete the insulation inspections, USAEHSC would conduct the aerial infrared (IR)
inspections of each project building and a laboratory subcontractor would remove the necessary core
samples and perform the moisture testing. The work would be completed first at Fort Meade, then at Fort
Lee and New Cumberland Army Depot.

Data Collection

The data collection process involved gathering inventory information and performing the insulation
and visual inspections. This information would provide the data base necessary to assess the condition
of the roofs and determine MRR requirements. An established set of procedures, forms, and worksheets
were employed.
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Inventory

The inventory is the backbone of the ROOFER system. It provides physical and historical information
needed to develop repair and replacement projects as well as determine long-term trends and experiences
for spccific building types and roofing systems. Procedures for establishing the inventory arc documented
in USACERL Technical Report M-90/04.

General information on each project building was collected and entered on a Building Identification
Sheet (Figure 1). A building roof plan showing each roof section and overall dimensions was also
developed and put on a separate sheet (Figure 2).

BUILDING IDENTIFICATION
INSTALLATION NO. _4'65" INSTALLATION NAME FIZT 1'4 , l op.

BUILDING NO. '4407 BUILDING NAME -L.P4 ,Z _. . .

DESIGN CAT.CODE I31 30 FACILITY NO. - 407 FACILITY SUFFIX

LOCATION LLFW--.LLYN A'J.E..
USE 7r.LFY ff bAc /1E OPTR ">

DATE ORIG. CONST. -A4.. I'1 1 EXTERIOR WALLS NV,:A6P4
ROOF SECTIONS

A 7,0?_' SO.FT. F SQ.FT. K SO. FT.

a Fr-95 SO. FT. G So. FT. L SO. FT.
C SO. FT. H So. FT. M SO. FT.
D SO. FT. I SO. FT. N SO. FT.
E SO. FT. J SO. FT. 0 SO. FT.

REMARKS

I. TWE WF- "I"KIg-,6t .TUE e0Mr'N HT', 540WQ Il',EK THE '$WOF - IV.EK7-
IecA'TNIO APE 4.PrLI&AI-.F I 10" f"AR," rF RF, O t6Tl0N 'A'(P ,J, P..D P I,'

.09l4I,1rAL 6JIL iN, I EQ ,l4AVALAbLE P .F0 o- z ena- sc,-i 4, "6'.

4 V-IW44 11., 1W POP eCt4piTION (_Q ac'I.Rr's. rYPt6A1Wy

Figure 1. Completed Building Identification Sheet.

'D. M. Bailey, et al.
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Figure 2. Building Identification Plan.

After the building information was obtained, more detailed data was collected for each roof section.
These data included information on structural frame, roof deck, vapor retarder, insulation, membrane, and
flashing systems. A sampic of the Roof Section Identification Sheet is shown in Figure 3. A roof section
plan was developed for each roof section showing all features on the roof such as perimeter conditions,
rooftop equipment, projections, drains, walkways, etc. The plan was drawn on a Roof Inspection
Worksheet (Figure 4).

Much of the inventory information used to complete the Roof Section Identification Sheet and develop
the roof section plan was extracted from existing plans and records at the DEH office. DEH personnel
were also helpful in providing basic Information about the buildings. When records were incomplete, site
visits to the specific buildings were required to complete the inventory. This was particularly necessary
where DEH information was lacking about rooftop features such as slope, walkways, projections, etc.
Core samples used in the insulating inspection were also used to verify the components of the roofing
system.

Comments made by the A/E recommended that survey crews carry some drawing equipment, such
as scales and plastic triangles during the visual inspections, so missing information could be added to the
roof section plan or incorrect information could be modified.

10



BLDG.NO.44,T7I SECTION NO. A.AREA -7, 0Z.5 SO. FT
OCCUPANCY Tr~je ry4 DATE ORI1G. CONST IAi4 m9 '~ ATELS EL

It PERIMETER 12 ACCESS

r~-,, T 2 9 FT O -LLL6p4

20 STRUCTUAL 0RAE__ _________

30 Ow QMCK___________ ______ _____

31 DESIGN LOALD 32 TYPE 33 DRAINAGE

LIVE /' ,5IL

DEAD j
34 SLOPE ___________ __________

41 NONE 142 TYPE

51 TYPE :52 DIMENSIONS 54 ATTACHMENT
J Q5Fgj- .4-101'--1.,m

53 R-VALLJEM Z OP.JG*.iA.- 1I~~-.

61 MANuFACTuRER .4~-162 TPE

SPECIFICATION No. U M ~K 11 ~L T- L..J?

DESCRIPTION 9 -' r'

63 REINFORCEMENT ]64 SURFACINS 65 WAKWAYS

71 MWE FLASHING 72 ADHESIVE 14 TYPES

73 COUNETER P'MSHR4

Figure 3. Completed Roof Section Identification Sheet.
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Figure 4. Roof Inspection Worksheet with roof plan.
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Insulation Inspection

A complete evaluation of an insulated roofing system requires that the insulation be inspected to
determine if it contains moisture. Using nonuestructive moisture detection methods to determine the
amount of wet insulation and knowing the moisture content of the wet areas, an insulation condition index
(ICI) can be calculated for a roof section. The ICI, a numerical indicator between 0 and 100, reflects the
condition of the insulation and the level of repair required. A complete description of this procedure can
be found in USACERL Technical Report M-90/04.

During the time the A/E was collecting the inventory information and developing the roof section
plans, USAEHSC performed an aerial IR scan of the selected buildings at the three sites using helicopter
mounted equipment. Before each scan, a daylight flyover was conducted to identify the buildings and to
photograph the roofs using a hand-held, 35 mm camera. The IR scan was recorded on videotape and later
analyzed by USAEHSC. USAEHSC provided the laboratory subcontractor with marked roof section plans
indicating areas of potentially wet insulation and locations where core samples were to be taken within
those areas (Figure 5).

The laboratory then cut the core samples and determined their moisture content, expressed as a
percentage of the dry weight. Data were entered on the ICI Computation Sheet (Figure 6) and furnished
to the A/E for final calculation.

Visual Inspection

The visual inspection procedure is a critical component of ROOFER. The distress information
obtained during the visual inspection is used to calculate condition indexes for the membrane (MCI) and
flashing (FCI) components of a roof section. These indexes are numerical indicators based on the same
scale used for the ICI and measure the general condition and needed level of repair for the membrane and
flashing components. Procedures for conducting the visual inspections are fully described in USACERL
Technical Report M-87/13, Vol II.5

The visual inspection process was the final phase of the data collection. A/E crews used the Roof
Inspection Worksheet to record the distress information while inspecting each roof section. The general
approach was to first inspect the perimeter of the roof section, then all projections, curbs, etc., and finally
the membrane. The A/E recommended that in addition to type, severity, and quantity of distress, the
inspector should also record the defect number as listed in the distress description. This proved to be a
valuable suggestion and the form was modified prior to the visual inspection at Fort Lee. Including the
defect number in the data base allows the user to define repair requirements accurately and estimate their
costs. Figure 7 is a typical completed Roof Inspection Worksheet for Fort Meade. The revised Roof
Inspection Worksheet used at Fort Lee is shown in Figure 8.

The average inspection survey time for a two-person crew was 52 minutes per roof section. The times
varied from 15 minutes to 2 hours, depending on the section area, condition of the roof, and amount and
type of rooftop equipment.

D. M. Bailey, et al.
M. Y. Shahin, D. M. Bailey, and D. E. Brotherson, Membrane and Flashing Condition Indexes for Built-Up Roofs Volume II
lvpection and Distress Manual, USACERL Technical Report M-87/13, Vol lI/ADA 190368 (USACERL, September 1987).
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COMPUTATION SHEET: INSULATION CONDITION INDEX (ICI)

Installation FIT. 'ME.9Q,HV bulding 4 Section A Area . ft 1

Moisture content calec. by 5 Et.Z3DNj'C Date FE at 19_-7

ISF and ICI calca. by D 19

I. DETERMINATION OF MOISTURE CONTENT-OF COR-SARPLES
1 2 3 4 5 6 7 8 9 10

Core Insulation Thickness Tare Wet+Tare Dry+TarI Wet Dry Water 2 Water

Type (inch) (gra) (5-4) (6-4) (7-8) (9#8)x100

Ab, F1S. AP~Li____ __ is__ WOOD 1.6 Iq lc'.9
____' 16__ ~ .4- -4A M ..k-.?

Itkrw~hP od ) 2. ____ _ 9q.05 17.& 1.2 j .9

..kL/ ~ ~ ~ L ___ Z1_ _ _ _ -.0 9.'5 11's 17..v

II. DETERMINATION OF INSULATION SEVERITY FACTOR (ISF)
1 2 3 4

Core ISF* Wet Areas 5(ft
2 ) IS a Wet Area *Determine the ISP of each com-

(203) ponent of a composite insula-
tion but then use only the

largest ISP in the calcula-
tions.

**Do not include any areas

that have an ISF of zero.

Number of wt areas I

TOTALS t . " WAY (from table below)
5an) ioa Iu

Average ISF - Box 4 # Box 3 -. of "t amm VAY

Ill. DETERMINATION OF INSULATION CONDITION INDEX (ICI) 0

3 B
Problm Density a (Wet Area # Total Area)100 s

sere tbn 4 to

* (lox 3 * Box 1)100 - Z

From Figure 3, IDV -
SICI RATING

ICI - 100 - (IDY + WAF)ISF - 100 - (Box 7 + Box 2)(Rox 5) I0 Failed

ICI - IOo -( + ) ( - -, -ICI 11-25 Very oor
RATING (from table at rlht)j ,26-40 Poor

41-55 Fair

*eelound to nearest whole number 56-70 Good
71-85 Very Good

86-100 Excellent

Figure 6. ICI Computation Sheet.
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,ROOF INSPECTION WORIKSHEET INSTALLATION : '1.' .. , w.

13DCN: 10 SECT: &l,D~TE:5 -1-1f" iNAME: -IilE,.

FLASHING DISTRESSES: MEMBRANE DISTRESSES: C;
BF - BASE FLASHING BL - BLISTERS PA - PATCHING z
MC - METAL CAP RG - RIDGES DV - DEBRIS/VEG : n >

EM - EDGE METAL SP - SPLITS EQ - EQUIPMENT V- w

FP - FLASHED PENET HL - HOLES ix u
PP - PITCH PANS SR - SURFACE Z w
DR - DRAINS SL - SLIPPAGE 0 V) ,

1T EM -0.-

i3 iM(J L 2 1

6 a- L 10

'9 7 _, - , " , |

7 O 8

9

10

'iV 1

16

,, ~ -- 7%o%.I

Lq/ i 18

20 _

21

6-UT-'EI e ____ 
22

23

24

25

26

27

" 29 __9

Figure 8. Revised Roof Inspection Worksheet - Fort Lee.
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In-Process Review

The A/E was instructed to perform the data collection on five buildings (15 roof sections) at Fort
Meade to allow for an in-process review before proceeding with the balance of the buildings included in
the FEAP project After the preliminary work was completed, the A/E submitted the data to USACERL
for review and evaluation. The project team cross-checked the inventory data, roof plans, and inspection
sheets, and recalculated the condition indexes to verify the A/E's work. A meeting was then conducted
at Fort Meade with the A/E to complete the review and discuss suggested changes to the forms and
procedures. The project team also inspected several of the roof sections to substantiate the accuracy of
the work. When the rcview was completed, the A/E was allowed to proceed with the 38 remaining
buildings.

18



3 DATA PROCESSING AND MANAGEMENT

The data processing and management phase of the demonstration included performing the calculations
of the individual component condition indexes and the overall roof condition index, putting the collected
inventory and inspection information into organized files, and generating management reports from the
collected information. To achieve this, it was necessary to store data in a usable manner by either a
manual recordkeeping system or an automated computer system. A manual system was first used for this
function; a microcomputer application, which was being developed during the time of the demonstration,
was also used.

Manual System

The actual computation of the individual component condition indexes was performed by the A/E.
The A/E calculated the distress densities and deduct values for each roof section by using an internally
developed application of a commercial spreadsheet and the deduct value curve equations provided by
USACERL. This information was summarized on the Roof Section Rating Form to calculate the FCI and
MCI (Figure 9). The ICI was computed by completing the Insulation Condition Index Computation Sheet
(Figure 10). The RCI was calculated from these three indexes using the RCI Calculation Sheet (Figure
11).

The A/E indicated that the spreadsheet application was not cost effective, but commented that if the
calculations could be performed by a user-friendly computer program, considerable savings in time and
cost could be realized.

The completed inventory, inspection, and calculation sheets were sent to USACERL where the project
team organized the information in a folder format. A building folder containing the Building Identification
Sheet and the Building Identification Plan was established for each project building. A roof section folder
containing a Roof Section Identification Sheet, a master Roof Inspection Worksheet (with unmarked roof
section plan), and all completed inspection and calculation sheets was established for each individual roof
section.

Once the project team established the manual recordkeeping system for each of the three sites. the
information was manipulated through use of a microcomputer to generate management reports. The
inventory and inspection data were entered into a spreadsheet using a tabular format and through the use
of a data base utility, three summary reports were generated: Building Inventory, RCI, and RCI
distribution. (See Appendixes A, B, C for Fort Meade, Fort Lee, and New Cumberland Army Depot,
respectively).

The Building Inventory Report provided a list of the project buildings and general information for
each of the surveyed roof sections. (Figure 12 shows a partial listing.) The RCI report listed the three
individual component condition indexes, the RCI, and overall condition rating for each roof section (Figure
13 shows a partial listing). The RCI Distribution Report presented a graphical plot of the frequency of
occurrences within the different RCI ranges (Figure 14).
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Figure 9. Completed Roof Section Rating Form.
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ICI CALCULATION SHEET I INSTALLATION -, iE

DATEL21T7 Y Br NO 4407 ISECTP0E ID /1 AREA E3 S ___

MOIST CONT CALC. BY .£ - ,6,I SF& ICI CALC. BY PA VID /omlncS

I. DETERMINATION OF MOISTURE CONTENT OF CORE SAMPLES

2. DETERMINATION OF AVERAGE 1SF 3. DETER.MINATION OF ICI
CORE I() WET BAREA (A) X (B) PROBLD4H DENSITY: 3.8

(TOTAL NCH AREA TOTAL AREAX 100]

/' 6E. ,Aa I-,v '8/oe /"

5 , S, 4/oA6 - IDV (FROM FIG 3)s , 10
0 D,47 I!0e - AF, n ( FROM TABLE DLOH)

D) 0,93 0Z7o  ____ 3 7
100 - (IDV + WAF) X AVERAGE ISF]

TOTALS (C) 2 70 (D) 2/ RATING: _ oO

AVERAGE ISF (D)/(C) E) _9_3

1. DETERMINE THE ISF FOR EACH COMPONENT OF COMPOSITE INSULATION;

USE THE LARGEST ISF IN THE CALCULATIONS.

2. DO NOT INCLUDE ANY AREAS THAT HAVE AN ISF OF ZERO.

3. ROUND RATING TO NEAREST WHOLE NUMBER.

DETERMINATION OF KAF INSULATION CONDITION RATING

AN RAF NUMERICAL DESCRIPTION

86 - 100 EXCELLENT1 0
2 4 71 - 85 VERY GOOD

56 - 70 GOOD3 6

4 8 41 - 55 FAIR
)4 10 26 - 40 POOR

11 - 25 VERY POOR

I - 10 FAILED

Figure 10. Completed ICI Computation Sheet.
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RCI .CALCULTXON HEET I INSTALLATION M f,44Z)x

DAE-24/971LDONO f407 SECTION ID J AME 7oiB S

VALUE LOWST o00E"

MCI __ _ __ _ __ _

1FCI 2S_5__
XC! 3-7 -_7

TOM (A) 2_5 (B) /33
X 0.70 X 0.15

VALUE (C) /7,5 (D) 20,o
(C) + (D) 37

RATINGI PLtA1C~f1 IA1JI IOBI46g-E

RATING SCALE

66 - 100 ROUTINE MAINIEANCE ONLY

71 - 85 MINOR REAIRS ND

56 - 70 MODERA'E REPAIRS

41 - 55 WHTOR REPAIRS

26 - 40 LACED iT PROBABLE

11 -25 REPLACEMENT NED
1 - 10 1ACDQF CRITICAL

Figure 11. Completed RCI Calculation Sheet.
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BUILDING IvTORY REPORT

DATE: MARCH 15, 197

FT. WADE, MARYLAND

BUILDING NAME SECT MEMBRANE INSULATION DECK SLOPE AREA

NUMBER ID TYPE TYPE TYPE IN 12 SOFT

39 A.REHOUSE A BUR-PITCH NONE A'OODBOARD 2 1119

6a MOTOR MAINTENANCE FACILITY A BUR-UNKNOWN FIBERBOARD STEEL 1/4 4072

82 FIRE a RESCUE STATION A BUR-ASPHALT FIBERBOARD STEEL 1/2 976

82 B BUR-ASPHALT FIBERBOARD STEEL 1/2 1300

82 C BOR-ASPHALT FIBERBOARD STEEL J/2 1641

92 D BR-ASP'HALT NONE PLYrVOD 1/8 364

85 ArRCRAFT HANGAR S MAINTENANCE A BUR-ASPHALT PERL ITE, POL YURE THANE STEEL 1/4 162

85 B BUR-ASPHALT PERLITE, POLYUETHANE STEEL 1/4 13529

I5 C BUR-ASPHALT POLYURETHANE STEEL 2/4 5598

95 D BUR-ASPHALT POLYURETHANE STEEL 1/4 7875

85 E BUR-ASPHALT PERLITEPOLYURETHANE STEEL 1/4 162

393 CAREER CENTER A BUR-h.SPHALT GLASS FIBER STEEL 1/2 10369

1251 OS ARMY RESERVE A BUR-ASPHALT PERLITE,POLYURETHANE STEEL 1/2 191I

1252 B BUR-ASPHALT PERLITE, POLYURETHANE STEEL 1/2 5223

2251 C BOR-ASPHALT PER)LITEPOLYURETHANE STEEL 1/2 4446

1251 D BOR-ASPHALT FIBERB'D, PERL. . URETH.STEEL 1/2 9601

2239 CONSOL MESS HALL A BOR-ASPHALT NONE PLYWOOD 1/4 5152

2239 B BCR-ASPHALT NONE PL YOOD 1/2 9270

2239 C BUR-ASPHALT NONE PLYWOOD 1/2 2334

2238 D BUR-ASPHALT NONE PLYWO00 1/2 5263

2786 COI'ISSARY A BUR-ASPHALT PERLZTEPOLYTJRETHANE STEEL 1/4 24156

2791 POST EXCHANGE A 8CR-ASPHALT PERLITEPOLYURETHANE STEEL 1/4 3491

2791 B BUN-ASPHALT GLASS FIBER STEEL 1/4 3330

2791 C BOR-ASPHALT GLASS FIBER STEEL 1/4 2620

2791 D BUR-ASPHALT PELITE, POLrURETHANE STEEL 1/4 2697

2791 8 BUN-ASPHALT GLASS FZBEA STEEL 1/4 1620

4407 TELEPHONE EXCHANGE A BOA-ASPHALT FIBERBOARD GYPSUM 1/8 7029

4407 1 OR-ASPffALT fEALr TE CONCRETI 2/9 258

4550 MEADGUART EAS A BWUN-VOIfOM POL rISOCYANURAT C0NCRKTE UK 9339

4550 8 BUR-umIo V9 jOLTIzSCYrAwUrTE CONCRETE UK 2277

4350 C BUR-U NIObW POLYISOCYANUAATE CONCRETE UK 0903

Figure 12. Example Building Inventory Report.
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RCI REPORT

DATE: MARCH 15, 1957

FT. MEADE, MAR YLAND

BUILDING NAME SECTIO MDBRANE AREA DATE DATE FCI MCI ICI RCI RATING

NMIUBER ID TYPE SOFT CONST INSPEC

38 NAREHOUSE A BUR-PITCH 11J9 3/87 26 37 200 30 POOR

68 MOTOR MAINTENANCE FACILITY A BUR-ONKOWdN 4072 3/87 76 92 100 82 VERY GOOD

82 FIJRE & RESCUE STATION A MCR-ASPHALT 876 7/61 3/87 72 95 100 00 VERY GOOD

52 FIRE & RESCUE STATION B BOUR-ASPHALT 1300 7/61 3/87 77 99 100 84 VERY GOOD

52 FIRE & RESCUE STATION C BUR-ASPHALT 1641 7/61 3/87 66 96 52 61 GOOD

82 FIRE & RESCUE STATION D BUR-ASPHALT 364 7/61 3/97 #1 lo0 100 87 EXCELLENT

85 AIRCRAFT HANGAR & MINTENANCE A BUR-ASPPA:T 162 1/72 3/87 71 55 100 64 GOOD

85 AIRCRAFT HANGAR S MAINTENANCE B BUR-ASPHALT 13529 1/72 3/07 67 80 100 74 VERY GOOD

85 AIRCRAFT HANGAR & MOINTENANCE C BUR-ASPHALT 5308 1/72 3/87 69 95 100 75 VERY GOOD

85 AIRCRArT HANGAR & MAINTENANCE D BUR-A3PHALT 7875 1/72 3/87 69 s0 200 75 VERY GOOD

55 AIRCRAFT HANGAR & MAINTENANCE 8 BUR-ASPHALT 162 1/72 3/97 75 s8 100 51 VERY GOOD

393 CAREER CENTER A OUR-ASPHALT 10369 3/87 62 77 100 70 VERY GOOD

1251 US ARMY RESERVE A BOUR-ASPHALT 1915 9/76 3/87 66 92 100 75 VERY GOOD

1251 US ARMY RESERVE B BUR-ASPHALT 5223 9/76 3/87 82 72 100 78 VERY GOOD

1251 U ARMY RESERVE C BU'R-ASPHALT 4446 9/76 3/87 91 60 100 71 VERY GOOD

1251 US ARMY RESERVE D MR-ASPHALT 9602 9/76 3/87 55 76 27 39 POOR

2239 CONSOL MESS HALL A OUR-ASPHALT 5152 3/87 65 38 100 S1 FAIR

2239 CONSOL MESS HALL B OUR-ASPHALT 9270 3/87 45 35 100 46 FAIR

2239 CONSOL NESS HALL C BUR-ASPHALT 2334 3/87 42 60 J00 53 FAIR

2239 CONSOL MESS HALL D OUR-ASPHULT 5263 3/87 50 35 100 58 GOOD

2756 CCX4I$SSARY A BUR-ASPHALT 24156 2/85 3/87 75 95 100 82 VERY GOOD

2791 POST EXCHANGE A WR-ASPHALT 3492 5/75 3/87 51 96 100 86 EXCELLENT

2791 POST EXCHANGE B BOUR-ASPHALT 3331 5/75 3/187 55 87 100 67 GOOD

2791 POST EXCHANGE C BUR-ASPHALT 2620 5/75 3/07 72 92 100 78 VERY GOOD

2791 POST EXCHANGE D BR-ASPHALT 2697 S/75 3/87 90 9 lo0 85 EXCELLENT

2791 POST EXCHANGE 8 OUR-ASPHALT 1620 5/75 3/87 64 of 100 74 VERY GOOD

4407 TELEPHONE EXCHANGE A WE-ASPHALT 7028 1/55 3/87 25 96 37 35 POOR

4407 TELEPHOH E EXCHANGE B BUN -ASPHALT 258 1/5 3/87 72 94 100 55 VnRY 9=00

4550 EADOOARTERS A BUN-WN.?iOUN 5359 3179 3/87 40 86 100 56 GOOD

4550 NEADQOARTEAS B IaR-SOf Mi 2277 3/79 3/7 6S 56 100 73 VRY aOOD

4550 EXADOQARTERS C BUN-WV.' 0*w 8903 3/79 3/87 s0 57 100 63 GOOD

Figure 13. Example RCI Report.
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RCI DISTRIBUTION - FT. MEADE, MARYLAND
50

0 - 10 PALAD

II - as VERY POOi
40

I - 46 POOR

41 - of PAM

30 0-70 0000

Z 7I -9 VERY OOD

-IO- 100 EXCELLENT

20

10

0-10 1 -25 26-40 41-55 56-70 71-85 85-100

RCI TOTAL ,, ROOF ,ECTIONS

Figure 14. Example RCI Distribution Report.

Members of the project team analyzed the inspection data and generated repair requirements for

individual roef ,.vtions. Repair statements for each of the medium and high severity distresses were

developed anI entered into the same spreadsheet data base. For each roof section recommended for repair,

based on the subjective evaluation of the team, a Corrective Action Report (Figure 15) was generated

detailing the necessary repair tasks which could be cross-referenced with the Roof Inspection Worksheet.

A proposed Five-Year Plan, showing priorities for scheduling the recommended repair projects, was

also developed (included in each Appendix). This plan was based on the premise that good roofs needing

some repairs should receive first priority to preserve valuable assets. Marginal roofs should be repaired

if funds are available and poor roofs should be allowed to continue to deteriorate with only emergency

or temporary repairs until replacement is accomplished. Figure 16 is an example of this report.

Most of the effort for this phase of the work was spent developing the spreadsheet application and

inputting information into the data base. Once this was done, generating each of the reports required very
little time.

Microcomputer System

When the -EAP project was initiated, the microcomputer application of the system (Micro
ROOFER6) was in its early stages of development. The program was in the testing stages when the data

from this demonstration project was being analyzed using manual methods making it very convenient to
use this data to run a comparison test.

6 D. F. Bailey. B. Young, and D. E. Brotherson, Micro ROOFER User's Guide, USACERL ADP Report M-90/12 (USACERL,
April 1990).
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The microcomputer system offers some distinct advantages in data management over a manual system.
Micro ROOFER allows the collected data to be entered into the program using a series of screens that use
the same terminology and format as the inventory and inspection sheets. When the data has been entered,
the program will calculate the indexes and generate several reports. Micro ROOFER provides improved
infomation retrieval capabilities, ease of modifying and recalculating data, and unlimited data storage.

The collected data from the three installations was input by the project team into Micro ROOFER.
Average input time was less than 30 minutes per roof section. The manual system took an average of
about 40 minutes per roof section. This included time to assimilate the inventory and inspection sheets,
perform the c-iculations, and establish building and roof section files (Table 2). The computer generated
inventory and condition indexes were checked by comparing them against the manually generated reports.
Only minor discrepancies were found and then corrected.

The report generation capability offered tremendous time savings when summarizing and presenting
the information from the data base. Micro ROOFER can generate customized reports "at the push of a
button."

Fr. MEADE. K4RYLAND

BUILD :NG: 85

NAME: AIRCRAFT HANGAR & MAINTENANCE

SECTION: B AREA:13529 SOFT DECK: STkEL INSULATION: PERLITE,
POLYURETHANE

SLOPE: 1/41N12 MEMBRANE: BUR-ASPHALT

FCI = 67 MCI -80 ICl - 100

*****RCI I73.9 *

CORRECTIVE ACTIONS

QUANTITY UNIT REFERENCE REPAIR
22 FT 9-12 REPLACE BASE FLASHING
80 FT 2,4,6,8 RENAIL AND RESTRIP EMBEDDED EDGE METAL
5 EA 13.15-18 FILL PITCH PAN AND PAINT
3 EA 2,3,5 REPAIR HOLES

35 SOFT 1 REPAIR MEMBRANE; REPLACE WITH SIMILAR MATERIAL
1 SOFT 4 REMOVE FOREIGN MATERIALS FROM ROOF

Figure 15. Example Corrective Actions Report.
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FIVE YEAR N & A PLAN

DATE: MARCH 15, 3917

FT. NEADE, MARYLAND

BUILDING NAME SECT MEMBRANE AREA HAINT REPLACE REPAIR

NUMBER ID TYPE SOFT ONLY YEAR YEAR

3 NAREIbOUSE A BUR-PITCH 11189 1

66 MOTOR MAINTENANCE FACILITY A BUR-UNANON 4072 X

82 FIRE & RESCUE STATION A BR-ASPHALT 876 X

82 FIRE & RESCUE STATION B BR-ASPHALT 1300 X

82 FIRE & RESCUE STATION C BUR-ASPHALT 1641 2

82 FIRE & RESCUE STATION D BUR-ASPHALT 364 X

65 AIRCRAFT HANGAR & MAINTENANCE A BR-ASPHALT 162 1

5 AIRCRAFT HANGAR A MAINTENANCE B BOR-ASPHALT 13529 1

85 AIRCRAFT HANGAR & MAINTENANCE C BUR-ASPHALT 558 1

65 AIRCRAFT HANGAR & MAINTENANCE D BUR-ASPHALT 7875 1

85 AIRCRAFT HANGAR 6 MAINTENANCE E BUR-ASPHALT 162 X

393 CAREER CENTER A BuR-ASPHALT 10369 1

1251 U5 ARMY RESERVE A BUR-ASPHALT 1915 1

1251 0S ARMY RESERVE B BOR-ASPHALT 5223 1

1251 IS ARMY RESERVE C BOR-ASPHALT 4446 5

1251 US ARMY RESERVE D BUR-ASPHALT 9601 1

2239 CONSOL HESS HALL A BVRA-SPHALT 5152 2

2239 CONSOL NESS HALL B BOR-ASPHALT 9270 2

2239 CONSOL HESS HALL C BOR-ASPHALT 2334 2

2239 CONSOL NESS HALL D BUR-ASPHALT 5263 2

2786 COMttISSARY A BOR-ASPHALT 24156 X

2791 POST EXCHANGE A BOR-ASPHALT 3492 X

2791 POST EXCHANGE B BR-ASPHALT 3330 4

2791 POST EXCHANGE C BOR-ASPHALT 2620 X

2791 POST EXCHANGE D BOR-ASPHALT 2697 X

1791 POST EXCHANGE N BOR-ASPHALT J6201

0407 TELEPHONE EXCHANGE A BR-ASPHALT 7028 1

4407 TELEPHONE EXCHANGE B BOR-ASPHALT 256 X

4550 HEADQUARTERS A BOR-ONIRNONN 8359 1

4550 HEADOOARTERS B BOR-ONDNM 2277 1

4550 BHADOUARTERS C BRO-ONKNOMU 903 1

Figure 16. Example Five-Year Plan for MRR.
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Table 2

System Procedure Times

Manual System*

Fort # of buildings # of sections time

Lee 14 61 40 man-hours
Meade 20 55 36
New Cumberland 9 31 21

Microcomputer System**

Fort # of buildings # of sections time

Lee 14 61 30 man-hours
Meade 20 55 26
New Cumberland 9 31 15

*Includes assimilating inventory and inspection worksheets, performing calculations, and developing

building and section files.
**Includes assimilating inventory and inspection worksheets, inputting information into the

microcomputer, and generating calculations.
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4 SYSTEM TURNOVER TO INSTALLATION PERSONNEL

Once completed, the data base files, including the building and roof section folders and the reports,
were given to the DEH personnel at each of the installations. The system turnover included:

1. A presentation of the ROOFER program with an explanation of the information contained in the
system folders. The project team described the data collection procedures, the methods used to calculate
the indexes, the significance of the indexes, and the use of the various forms.

2. A complete discussion of the roof distresses, including a review of each of the photographs shown
in USACERL Technical Report M-87/13, Vol 11. 7

3. A presentation of the visual inspection procedure for built-up roofs, including discussion of
necessary tools and techniques for conducting the inspection and completing the Roof Inspection
Worksheet.

4. A followup "on-the-roof" visual inspection where the procedures were demonstrated and questions
from the DEH personnel could be discussed and answered. The on-the-roof experience usually generated
a series of questions by the DEH personnel. These included questions about current problems, inspection
of roofing application, and repair methods for problems on existing roofs.

5. A presentation of the recommended repairs for each of the roof sections and a Five-Year Plan for
the repair and replacement of project roofs.

6. A preview of the Micro ROOFER computer program and its capabilities.

The system turnover phase left the DEH with the start of a management program for their built-up
roofs.

7M. Y. Sliahin, D. M. Bailey, and D. E. Brotherson.
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5 CONCLUSIONS

The FEAP demonstration at Fort Meade, Fort Lee, and New Cumberland Army Depot was a
successful implementation of the ROOFER program. The A/E comments were especially useful and
several changes were made to the forms and techniques used in ROOFER.

The ROOFER methodology of evaluating membrane, flashing, and insulation separately provides an
ideal base to generate repair and replacement recommendations. The RCI, which combines the three
indexes, provides the information needed for effective network management.

The Micro ROOFER application will reduce the amount of time and effort needed to process the
collected data and produce management reports.

After evaluating the demonstrations at these three installauions, the ROOFER system was judged ready
for implementation. USACERL has released Micro ROOFER (Version 1.0) and established a Strategic
Support Center for the system. USAEHSC is responsible for providing assistance for implementing and
maintaining the ROOFER program at the installation and MACOM level within the Army.
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APPENDIX A:

REPORTS FOR FORT MEADE, MD
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RCI DISTRIBUTION - FT. MEADE, MARYLAND
50 - _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

1: - 10 PALED:O~

l- 2 VRYOO
40

246-40 POOR

41 - 6 FAIR
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APPENDIX B:

REPORTS FOR FORT LEE, VA
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RCI DISTRIBUTION -FT. LEE, VIRGINIA

28
0 - 10 FAILED

26

24 - I1 - 26 VERY POOR

22 - 20 - 40 POOR

20 41 46FAIR....

18 so -70 GOOD

z 16 71 - 6VERY GOOD

0J 14 66 - 100 EXCELLENT
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FIVE YEAR M & R PLAN
DATE: MARCH 15, 1987
FT. LEE, VIRGINIA

MAINTAIN REPAIR REPLACE

YEAR ONE 1110 B 1110 A 81301
C

2609 B 8151 A
2609 A D

C E 12400 A
B

5000 E 5000 A C
G B

C
8130 G D

F
8402 A H

B
C 9035 A

B

YEAR ONE ALTERNATE 8130 A - M

YEAR TWO 4229 A
B
C
D

4300 A
B
C
D
E

4320 A
B
C
D
E

7118 A
B
C
D

8150 A
B

YEAR THREE 6250 A

YEAR FOUR NONE

YEAR FIVE 8130 A-H
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APPENDIX C:

REPORTS FOR NEW CUMBERLAND ARMY DEPOT, PA
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RCI DISTRIBUTION -NEW CUMBERLAND, PENNSYLVANIA
30

28
0 - 10 FAILED

26
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FIVE YEAR M & R PLAN
DATE: MARCH 15, 1987
NEW CUMBERLAND, PA

REPAIR REPLACE

YEAR ONE I G I B

IA 21 A

54 E

54 B

85 A

85 C

85 D

81 A

YEAR TWO 81 B

85 E

54 A

400 B

351 C

II

351 D

54 C

400 A

IF

85 B

351 B

YEAR THREE 351 A

IC

ID

1H

YEAR FOUR 411 B

YEAR FIVE 411 A
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USACERL DISTRIBUTION

Chief of Engineers Area Engineer, AEDC.Area Office WESTCOM
ATFN: CEIIEC-IM-LH (2) Arnold Air Force Station. TN 37389 Fort Shafter 96858
AriN: CEIIEC 'M TP (2) ATTN: DEll
AIN: CECC-P 416th Engineer Command 60623 ATTN: APEN-A
ATI'N: CECW ATTN: Facilities Engineer
ATTN: CECW-O SHAPE 09055
ATTN: CECW-P US Military Academy 10996 ATTN: Survivability Sect, CCB-OPS
A'IrN: CECW-RR ATTN: Facilities Engineer AfN: Infrastructure Branch, LANI)A
ATIN: CEMP ATTN: Dept of Geography &
ATIN: CEMP-C Computer Sciences HQ USEUCOM 09128
ATTN: CEMP-E ATIN: MAEN-A ATIN: ECJ 4/7-LOE

ATFN: CERD
ATN: CERD-I AMC - Dir., Inst.. & Svcs. Fort Belvoir, VA
A'1 IN: CFRD-C ATTN: DElI (23) ATTN: Australian Liaison Officer 22060
ATTN: CERD-M ATTN: Water Resource Center 22060
ATTN: CERM DLA ATTN: DI.A-WI 22304 ATN: Engr Studies Center 22060
AFrN: DAEN-.ZCE ATTN Engr Topographic lAb 22060
A*I'rN: DAEN-ZCI DNA ATTN: NADS 20305 ATTN: ATZA-TE-SW 22060
ATTN DAEN-ZCM ATTN: CECC-R 22060
AI N DAEN-ZCZ FORSCOM (28)

FORSCOM Engineer, ATTN: Spt l)ct. 15071 CECRL, ATTN: Library 03755
CEIISC ATiN: DEll

ATTN: CEIISC-ZC 22060 CEWIES, ATTN: Library 39180
A'I-I'N: DET III 79906 tlSC
ATIN: CEIISC-F 22060 Ft. Sam Houston AMC 78234 HtQ, XVIII Airborne Corps and
ATTN': CEIISC-FB 22060 ATTN: HSLO-F Ft. Bragg 28307
ATTN: CEIISC-Ir-F 22060 Fitzsimons AMC 80045 ATTN: AFZA-DEH-EE

A'IN: IISHG-DEH
US Army Engineer Districts Walter Reed AMC 20307 Chanute AFB, IL 61868

AITN: Library (41) ATTN: Facilities Engineer 3345 CES/DE, Stop 27

US Army Engr Divisions INSCOM - Ch, InsdI. Div. AMMRC 02172
AflN: Library (14) Arlington Hall Station 22212 ATTN: DRXMR-AF

AITN: Engr & llsg Div ATTN: DRXMR-WE
US Army Europe Vint Hill Firms Station 22186

ODCS/Engineer 09403 ATTN: IAV-DEH Norton AFB, CA 92409
ATTN: AFAIN-IFE ATTN: AFRCE.MX/DE
ArN: AEAEN-ODCS

V Corps Tyndall AFB, FL 32403
AITN: DEI (11) USA AMCCOM 61299 AFESC/Engineering & Service Lab

VII Corps ATTN: AMSMC-RI
AITN: DEll (16) ATN: AMSMC-IS NAVFAC

21st Support Command A'TTN: Division Offices (11)
AITN: DElI (12) Military Dist of Washington ATTN: Facilities Engr Cmd (9)

USA Berlin ATN: DFJI ATTN: Naval Public Works Center (9)
AIN: DHI 1 (9) Cameron Station (3) 22314 ATTN: Naval Civil Engr Lab (3)

Allied Command Europe (ACE) Fort Lesley J. McNair 20319 ATTN: Naval Constr Battalion Ctr 93043
ATfN: ACSGEB 09011 Fort Myer 22211
ATTN: SIlIllB/Enginer 09055 Engineering Societies Library
ATFN: AEUES 09168 Military Traffic Mgmt Command New York, NY 10017

USASETAF Falls Church 20315
ATN: AESE-EN-D 09019 Oakland Army Base 94626 National Guard Bureau 20310

Bayonne 07002 Installation Division
8th USA. Korea (19) Sunny Point MOT 28461

US Government Printing Office 20401
ROK/US Combined Forces Command 96301 NARADCOM, AMTN: DRDNA-F 01760 Receiving/Depository Section (2)

ATTN: EUSA-HHC-CFC/Engr

TARCOM, Fac, Div. 48090 US Army Env. Hygiene Agency
Ft. leonard Wood, MO 65473 ATTN: HSHB-ME 21010

ATTN: Canadian Liaison Officer TRADOC (19)
ATTN: German Liaison Staff HQ, TRADOC, A1TN: ATEN-DEII 23651 Nat'l Institute of Standards & Tech 20899
ATTN: British Liaison Officer (2) ATTN: DEH
ATTN: French Liaison Officer Defense Technical Ino. Center 22304

TSARCOM. ATTN: STSAS-F 63120 ATTN: DTIC-FAB (2)
USA Japan (USAR-J)

ATTN: DCSEN 96343 USAIS
ATTN: Facilities Engineer 96343 Fort Huachuca 85613 323
ATTN: DEll-Okinawa 96331 ATTN: Facilities Engineer (3) 8)90

Fort Ritchie 21719



EMC Team Distribution

Chief of Engineers Los Angeles 90053 USA ARRADCOM (17801

A'ifN: CEMP-ZA ATN: Chief, SPLED-F AiN: DRDARLCA-OK

ATTN: CEMP-22M (2) San Francisco 94105

AIN: DAEN-ZCP ATrN: Chief, Engr Div IQ, USAMRDC 21701

Sacramento 95814 ATTN: SORD-PLC

CEIISC ATTN: Chief. SPKED-D

AfTN: CEIISC-FB A1TN: Chief, SP CO-C West Point, NY 10996

Far East 96301 ATTN: Dept of Mechanics

US Army Engineer District ATIN: POFED-L A1TN: Library

New York 10278 Portland 97208

A lN: Chief, Design Br ATTN: Geotech Engr Br Ft. Belvoir, VA 22060

Pittsburgh 15222 AITN: Chitf, FM-I ATrN: learoing kesources Center

ATIN: Chief, ORPCD ATI N: Chief, EN-DB-ST

ATfN: Chief, Engr Div Ft. Berning, GA 31905

Philadelphia 19106 Seattle 98124 ATTN: ATZB-DEII-BG

ATIN: Chief, NAPEN-D ATTN: Chief, NPSCO ATMN: AT7B-Eit-F.

Baltimore 21203 AITN: Chief, NPSEN-FM

ATTN: Chief, Engr Div ATTN: Chief, EN-DB-ST Ft. Leavenworth, KS 66027

Norfolk 23510 Walla Waila 99362 AITN: A17LCA-SA

AT'fN: Chief, NAOEN-M AITN: Chief, Engr Div

ATTN: Chief, NAOFN-D Alaska 99506 Ft. Lee, VA 23801

Huntington 25701 ATN: NPAEN-G-M A7TN: AMXMC-D (2)

ATTN: Chief, ORIIEDG

Wilmington 28401 US Army Engineer Division Ft. McPherson, GA 30330

AITN: ChiefSAWEN-D New England 02154 ATTN: AFEN-CD

Ch.rleston 29402 ATfN: Chief, NEDED-T

A'IN: Chief, Engr Div AITN: Laboratory Ft. Monroe, VA 23651

Savannah 31402 ATTN: Chief, NEDCD ATrN: ATEN-AD

A1TN: Chief. SASAS-L North Atlantic 10007 ATTN: ATEN-FE-ME

Jacksonville 32232 AnN: Chief, NADEN-T AITN: ATEN-FN (2)

ATN: Constr Branch Middle East (Rear) 22601

Mobile 36652 AITN: Chief, MEDED-T Ft. Richardson, AK 99505

AT! TN: Chief, SAMENEN-D South Atlantic AiTN: AFVR-DE-E

A1"FN: Chief, SAMEN-F ATTN: Laboratory 30060

ATTN: Chief, SAMEN-C ATTN: Chief, SADEN-TC 30303 Rocky Mountain Arsenal 80022

Nashville 37202 ATfN: Chief, SADEN-TS 30303 ATTN: SARRM-CO-FEP

A'FI'N: Chief, ORNED-P Huntsville 35807

Memphis 38103 ATTN: Chief, IINDED-CS USAWES 39180

ATTN: Chief, Constr Div ATI'N: Chief, HNDED-M AiTN: C/Structures

ATTN: Chief, LMMED-D A'ITN: Chief, HNDED-SR ATI'N: Soils & Pavements Lab

Vicksburg 39180 Lower Mississippi 39180

AT IN: Chief. Engr Div ATTN: Chief, LMVED-G Naval Facilities Engr Command

Louisville 40201 Ohio River 22332

A'1TN: Chief, Engr Di. ATTN: Laboratory 45227 ATrN: Code 2003

Detroit 48231 AITN: Chief, Engr Div 45201

ATI'N: Chief. NCEED-T Missouri River COMMANDER (CODE 2636)

St. Paul 55101 ATrN: Chief, MRDED-O 68101 93555

A'ITN: Chief, ED-D ATTN: Laboratory 68102 Naval Weapons Center

AiTN: Chief, NCSED-GH Southwestern 75202

Rock Island 61204 ATTN: Laboratory Little Rock AFB 72099

AT'N. Chief. NCRED-G AfN: Chief, SWDED-MA A'TN: 314/DEEE

St. liUsis 63101 Af'TN: Chief, SWDD-TG

ArlN: Chief, ED-D South Pacific 94966 Building Research Board 20418

Kansas City 64106 AITN: Laboratory

AMlN: Chief, Engr Div Pacific Ocean 96858 Dept of Transporution Library

Omaha 68102 ATrN: Chief, Engr Div 20590

ATN: Chief. Engr Div ATTN: FM&S Branch

New Orlcana 70160 ATTN: PODED-D Transportation Research Board

ATN Chief, LMNED-DG North Pacific 20418

Little Rock 72203 ATrN: Materials Lab 97060

ATTN: Chief, Engr Div ATN: Chief, Engr Div 97208

Tulsa 74121

ATTN: Chief, Engr Div 7th US Army 09407 107

Ft. Worth 76102 AMlN: AETTM-DTr-MG.EH +1

ATN: Chief, SWFED-D OS/9O

Galveston HQ, Combined Field Army (ROK/US)

ATTN: Chief, SWGAS-L 77553 AMlN: CFAR-EN 96358

ATTN: Chief, SWGCO-C 77553

ATN: Chief, SWOED-DC 77550 US Army Foreign Sci. & Tech Ctr

Albuquerque 37103 ATrN: Charlonteville, VA 22901

AliN: Chief, Engr Div ATN: Far East Ofice 96328


